
STATE OF CALIFORNIA--BUSINESS,TRANSPORTACTION AND HOUSING AGENCY Arnold Schwarzenegger, Governor

DEPARTMENT OF TRANSPORTATION
DIVISION OF ENGINEERING SERVICES
Office of Structural Materials
Quality Assurance and Source Inspection

Bay Area Branch
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(707) 649-5493

Contract #:  04-0120F4 

Cty:  SF/ALA Rte:  80 PM:  13.2/13.9

File #:     1.28

WELDING INSPECTION REPORT
Resident Engineer:Siegenthaler, Peter Report No: WIR-018196

Address: 333 Burma Road Date Inspected: 16-Nov-2010
City: Oakland, CA 94607

Project Name: SAS Superstructure OSM Arrival Time: 630
Prime Contractor: American Bridge/Fluor Enterprises, a JV OSM Departure Time: 1500
Contractor: American Bridge/Fluor Enterprises, a JV Location: Job Site

CWI Name: See below CWI Present: Yes No
Inspected CWI report: Yes No N/A Rod Oven in Use: Yes No N/A
Electrode to specification: Yes No N/A Weld Procedures Followed: Yes No N/A
Qualified Welders: Yes No N/A Verified Joint Fit-up: Yes No N/A
Approved Drawings: Yes No N/A Approved WPS: Yes No N/A

Delayed / Cancelled: Yes No N/A
Bridge No: 34-0006 Component: SAS OBG  

Summary of Items Observed:
The Quality Assurance (QA) Inspector, Rick Bettencourt was on site at the job site between the times noted above. 
The QA Inspector was on site to randomly observe the in process welding and inspection of the weld joints 
identified as FW 3E-23.5-E5-NE, 3Epp22-E3-4, 2, 2E-pp17-E3-1, and the following observations were made: 

3E-23.5-E5-NE
The QA Inspector randomly observed the ABF QC Inspector identified Mick Chan was excavating the ultrasonic 
testing rejects previously located by the SE QC Inspector Steve McConnell. The QA Inspector noted 3 UT rejects 
were located in the complete joint penetration groove weld and all three were excavated. After the excavations 
were completed the QA Inspector randomly observed the QC Inspector perform magnetic particle testing of the 
excavations. The QA Inspector noted no rejectable indications were located at the time of the testing. The QA 
Inspector performed random visual testing and dimensional measurements of the excavations and logged them in 
the QA tracking spreadsheet. The excavations dimensions and locations are as follows:
1.)	Y=230mm  L=100mm  D=19mm
2.)	Y=2575mm  L=85mm  D=11mm
3.)	Y=2705mm  L=80mm  D=15mm
 The QA Inspector noted the excavations were ground and blended to a weldable profile and appeared to be ready 
for shielded metal arc welding repairs. The QA Inspector randomly observed the ABF welder preheat the areas to 
approximately 100ºF utilizing a rosebud torch. The QA Inspector noted the ABF welder began the SMAW repairs 
utilizing 3/16” E7018 low hydrogen electrodes with 225 Amps. The QA Inspector noted the welding was not 
completed on the QA Inspectors shift. 
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3Epp22-E3-4, 2
Upon the arrival o the QA inspector at the above identified location, the QA inspector randomly observed the ABF 
welder identified as Darcel Jackson appeared to be performing SMAW of a back gouged weld joint. The QA 
Inspector observed and noted the ABF welder appeared to be welding directly over the carbon arced surface 
without removing carbon, materials or dross. The QA Inspector asked the welder why he did not grind the back 
gouged area and the welder informed the QA Inspector, “the QC Inspector performed MT and instructed the 
welder to perform the welding as is”. The QA Inspector immediately spoke with the SE QC Inspector John 
Pagliero (see summary of conversation). The QA Inspector randomly observed the QC Inspector instruct the ABF 
welder to remove the fill pass which was deposited over the back gouge without sufficient grinding. The QA 
Inspector randomly observed the ABF welder back grind the weld joint to bright metal prior to continuing the 
SMAW back welding. 

2E-pp17-E3-1
The QA Inspector randomly observed the ABF welder Eric Sharp performing grinding tasks of ultrasonic testing 
reject in the above identified lifting lug deck hole restoration. The QA Inspector randomly observed the ABF 
welder had previously excavated the UT rejection located in the above identified hole. The QA Inspector noted the 
weld repair approximately 20% complete upon the arrival of the QA inspector in AM. The QA Inspector randomly 
observed the SE QC Inspector John Pagliero was on site to monitor and record the in process welding parameters. 
The QA Inspector noted the ABF welder was utilizing the shielded metal arc welding process with 1/8” E7018 low 
hydrogen electrodes in the 4G position under the top deck plate. The QA Inspector randomly observed the ABF 
welder was utilizing 121 Amps while performing the SMAW repair. The QA Inspector performed a random visual 
inspection of the previously excavated areas and noted they had been ground and blended to weldable profile. The 
QA Inspector randomly observed and noted the ABF welder was preheating the material to approximately 100°F 
prior to making the SMAW repairs. The QA Inspector noted the SMAW repairs appeared to be in general 
compliance with ABF-WPS-1001 repair. The QA Inspector noted the repair welding was not completed on the QA 
Inspectors shift. 

The QA Inspector spent the remainder of the shift updating the NDT tracking and production welding status logs 
for all in process and completed ABF production welding and repair welding. 

Summary of Conversations:
The QA Inspector asked the QC Inspector John Pagliero why the ABF welder did not grind the back gouge to 
bright metal after the weld joint had been back gouged. The QC Inspector informed the QA Inspector that the 
welder utilized a power wire wheel to clean the back gouged weld joint. The QA Inspector informed the QC 
Inspector that was not an acceptable method of preparing the back gouged weld joint for back welding. In addition 
the QA Inspector informed the QC Inspector that it is an AWS D1.5-02 bridge code requirement to grind the 
carbon arced back gouged weld joint to bright metal. The QC Inspector informed the QA Inspector he was not 
aware of such a requirement. The QC Inspector informed the QA Inspector he would have the welder remove the 
partially fill pass by grinding and back grind the weld joint to bright metal. In addition the QC Inspector informed 
the QA Inspector he would make sure all weld joints are ground to bright metal prior to any back welding. 

The QA Task Lead Inspector Bill Levell informed the QA Inspector the following repairs are approved by the 
Structures Material Representative Patrick Lowry at 6pm:RWR-201011-012 for 4th time repair at 1E-PP11E4-4
RWR-201011-013 for 4th time repair at 7W-8W-A2
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RWR-201011-014 for 4th time repair at 7W-8W-A1
RWR-201011-015 for 3rd time repair at 6E-7E-B
RWR-201011-016 for 3rd time repair at 6E-7E-B
 

Comments
This report is for the purpose of determining conformance with the contract documents and is not for the purpose 
of making repair or fit for purpose recommendations.  Should you require recommendations concerning repairs or 
remedial efforts please contact Mohammad Fatemi (916)-813-3677, who represents the Office of Structural 
Materials for your project. 

Inspected By: Bettencourt,Rick Quality Assurance Inspector

Reviewed By: Levell,Bill QA Reviewer
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